
Name of Power Station Unit Capacity (MW) Unit wise Generation 

(MW) @ 20:00 hours of 

14.06.2026

Unit wise Generation (MW) 

@ 08:00 Hours of 15.06.2026

Actual Generated 

of 14.06.2026 (MU)

Gas Supply Data

on 14.06.2026

Remarks

#5 20 0.00 0.00 0.000

#6 20 18.59 18.42 0.442

#7 20 0.00 0.00 0.000

#8 37.2 7.60 7.60 0.183

LTPS Total Generation : 97.20 26.19 26.02 0.625

B LRPP GEG#1

to 

GEG#7

69.755 58.25 55.42 1.330 Gas consumption: 0.311157336 

MMSCMD

Units are availble as per SLDC instruction

GT 62.25 54.00 54.00 0.323

STG 36.15 0.00 0.00 0.000

NRPP total Generation: 98.40 54.00 54.00 0.323

#1 50 46.74 50.05 1.204

#2 50 46.86 50.20 1.174

KLHEP Total Generation : 100 93.60 100.25 2.378

#1 3 0.00 0.00 0.000

#2 3 0.00 0.00 0.000

#3 3 0.00 0.00 0.000

MSHEP ST-1 Total Generation : 9 0.00 0.00 0.000

#1 1.5 1.20 1.00 0.006

#2 1.5 1.50 1.50 0.034

#3 1.5 0.00 0.00 0.000

MSHEP ST-2 Total Generation : 4.5 2.70 2.50 0.040

Total APGCL's(A+B+C+D+E+F+G): 378.855 234.74 238.19 4.696

F

MSHEP  ST-2 U#1` running as per availability of water.

U#2 running as per availability of water.

U#3 not running due to LOS high temperature problem.

HYDRO

D KLHEP Units are available and running as per availability of water.

E

MSHEP ST-1
Unit#1 not running due to OPU pump and SCM card installation work.

Unit#2 not running as machine under observation.

U#3 not running due to thrust pad damage.

C NRPP Total gas consumption: 

0.103392 MMSCMD

STG is under shutdown due to lube oil filter issue.

Daily Generation of APGCL for 14.06.2026 and Status at 08:00 Hrs of 15.06.2026

THERMAL

A

LTPS Gas Consumption: 0.177504 

MMSCMD

GT#5 is under shutdown due to 125 V DC earth fault. 

GT#7 is under shutdown.Restoration is in progress


